




















































































































59. HAZ-1: Prior to issuance of any permits from the Building & Safety Division CWS shall 
satisfy the criteria from the following agencies by obtaining appropriate approvals: 1) 
Waste Management Division of the Los Angeles; 2) County Department of Public Works 
for dispensing fuel and management of motor fuel waste products. 3) Approval from the 
Los Angeles County Fire Department for the installation of the new tank and pump. 

60. HAZ-2: Prior to issuance of any permits from the Building & Safety Division, CWS shall 
demonstrate that the proposed 1,000 gallon diesel fuel storage tank complies with 
Underwriters Laboratories (UL) Standard 142 for "Steel Aboveground Tanks for 
Flammable and Combustible Liquids" and UL Standard 2085 for "Protected Aboveground 
Tanks for Flammable and Combustible Liquids", by incorporating design features that 
create a barrier to prevent fuel leaks. 

61 . HAZ-3: The spoils stored at the site shall be tested just prior to CWS's off-site disposal of 
the spoils and the results obtained before the material in the spoils bin is disposed of off­
site. Testing shall include typical contaminants. The resulting report for these tests shall 
be forwarded to the City within one week of completion. Should any contaminants be found 
beyond the acceptable levels set by the United States Environmental Protection Agency, 
CWS shall be responsible for the appropriate disposal of the contaminated soil in a manner 
which complies with applicable state and federal law. This mitigation measure shall no 
longer be applicable after Cal Water relocates the spoils bin to a new site. 

62. HAZ-4: Diesel fuel and oil will be used, stored and disposed in accordance with standard 
protocols for handling of hazardous materials. All personnel involved in use of hazardous 
materials will be trained in emergency response and spill control. Written evidence of this 
training shall be provided to City Staff within 15 days from the date the diesel fuel tank is 
put into service on the site. 

63. HWQ-1: Prior to any permit issuance by the City's Building and Safety Division, CWS shall 
submit for review and approval a drainage plan that complies with the National Pollutant 
Discharge Elimination System permits for storm water discharges. 

64. HWQ-2: Prior to any permit issuance by the City's Building and Safety Division, the project 
shall apply Best Management Practices (BMPs) for run-off control during construction 
activities to prevent pollutants from entering the City's storm drains. 

65. HWQ-3: Prior to issuance of any permits from the City's Building & Safety Division, CWS 
shall demonstrate that the proposed 1,000 gallon diesel fuel storage tank complies with 
Underwriters Laboratories (UL) Standard 142 for "Steel Aboveground Tanks for 
Flammable and Combustible Liquids" and UL Standard 2085 for "Protected Aboveground 
Tanks for Flammable and Combustible Liquids", by incorporating design features that 
create a barrier to prevent fuel leaks. 

66. LUP-1: Conditions of approval from Conditional Use Permit No. 172 and Revisions "A" 
and "B" shall remain in full force and effect as reflected in Condition No. 22. In cases where 
contradictions exist between conditions, the stricter condition shall govern. 

67. N-1: Permitted hours and days for construction activity are 7:00 a.m. to 6:00 p.m., Monday 
through Friday, 9:00 a.m. to 5:00 p.m. on Saturday, with no construction activity permitted 
on Sundays or on the legal holidays specified in Section 17.96.920 of the Rancho Palos 
Verdes Development Code. During demolition, construction and/or grading operations, 
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trucks shall not park, queue and/or idle at the project site or in the adjoining street rights­
of-way before 7:00 a.m. Monday through Friday and before 9:00 a.m. on Saturday, in 
accordance with the permitted hours of construction stated in this condition. When feasible 
to do so, the construction contractor shall provide staging areas on-site to minimize off­
site transportation of heavy construction equipment. These areas shall be located to 
maximize the distance between staging activities and neighboring properties, subject to 
approval by the building official. 

68. N-2: Noise generated by the daily operations, including the proposed fuel tank and pump 
and any other associated equipment, shall not exceed 65 dBA as measured from the 
closest property line. 

69. N-3: Not including spoils and materials pickup and delivery, deliveries involving 
commercial vehicles weighing in excess of 6,000 pounds shall be allowed only between 
the hours of 8:00 a.m. and 4:30 p.m., Monday through Friday, and between 9:00 a.m. and 
4:30 p.m. on Saturday, with none occurring on Sunday and/or Federal Holidays. 

70. N-4: There shall be no use of the spoils or storage bins between the hours of 7:00 p.m. 
and 8:00 a.m., Monday through Friday, nor before 9:00 a.m. or after 4:30 p.m. on 
Saturday, with none occurring on Sunday and/or Federal Holidays. 

71 . N-5: Unless safety provisions require otherwise, the construction contractor shall adjust 
all audible back-up alarms to the lowest volume appropriate for safety purposes (i.e. still 
maintaining adequate signal-to-noise ratio for alarm effectiveness). The contractor shall 
consider signal persons, strobe lights, or alternative safety equipment and/or processes 
as allowed for reducing reliance on high-amplitude sonic alarms. 

72. N-6: A noise study shall be completed within 30 days of the Planning Commission's 
approval of the CUP to assess the noise levels of a typical spoils pickup and a typical fill 
materials delivery at the closest property line. If it determined that the noise levels exceed 
65dBA at any property line, CWS shall be required to install noise attenuation features, 
such as, but not limited to, portable noise barriers to reduce these decibel levels to less 
than 65dBA at the adjacent property lines. 
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